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MOUNTED IN BOTTOM OF BOX BEAM
42W TRIPLE TUBE

OR EQUAL

TYPE DESCRIPTION CATALOG NUMBER VOLTS LAMPS
A 3 LAMP PENDANT LINEAR FLUORESCENT LIGHTOLIER: BSL—B—3—2CT—SEE PLANS—120 120 (3) F3218/835/ALTO
A\BASE\A. Jpg DIRECT/INDIRECT STEEL FIXTURE; WHITE POWDER COAT OR EQUAL PER 4’ SECTION
24" INFINITE ADJUSTABLE AC SUSPENSION
B 2 LAMP NARROW STRIPLIGHT W/REFLECTOR HUBBELL S232B—SSR4 120 (2) F3218/835/ALTO
MUST FIT IN BOX BEAM; OR EQUAL
ADD ’EM’ SUFFIX FOR EM. BALLAST
c TRACK: 2 CIRCUITS: 2 SEPARATE NEUTRALS LIGHTOLIER 8701TM—SHADE OR BARN DOORS OPTION AVAIL. PAR20 50W THRU
EACH TRACK FIXTURE TO BE ABLE TO ACCEPT AND ALL PARTS AND ACCESSORIES FOR A COMPLETE AND 120 PAR38 250W MAX
FROM 50W PAR20 TO250W PAR38 OPEARABLE SYSTEM — OR EQUAL
D SURFACE VANDAL RESISTANT FLUORESCENT SEE PLANS FAIL—SAFE #FSRC—PP—64—A—120V—FBP 120 (2) F3218/835/ALTO
FOR LOCATIONS OF BATTERY PACKS OR EQUAL
E RECESSED 10” DOWNLIGHT (3) HORIZONTAL COMPACT KIRLIN #RR81053—70—73—FS 120 (3) 42 W TRIPLE
® FLUORESCENT 42W TRIPLE TUBES; SELF— FLANGED; 3 LEVEL OR EQUAL
SWITCHING W/SLOPE CEILING ADAPTER
E2 RECESSED 10" DOWNLIGHT (3) HORIZONTAL COMPACT KIRLIN #RR81053—70—73—FS 120 (3) 32 W TRIPLE
@ FLUORESCENT 32W TRIPLE TUBES; SELF— FLANGED; 3 LEVEL OR EQUAL
SWITCHING W/SLOPE CEILING ADAPTER
F2 RECESSED 2X4 FLUORESCENT; 2 LAMP T8; GRID MOUNT; COLUMBIA #4PS24—232G—RAA12.125—EB8120—-GLR 120 (2) F3218/835/ALTO
A12.125 ACRYLIC LENS; FUSED; SINGLE BALLAST; WHITE OR EQUAL
REGRESSED ALUMINUM DOOR
F3 RECESSED 2X4 FLUORESCENT; 3 LAMP T8; GRID MOUNT; COLUMBIA #4PS24—332G—RAA12.125—EB8120-GLR 120 (3) F3218/835/ALTO
A12.125 ACRYLIC LENS; FUSED; SINGLE BALLAST; WHITE OR EQUAL
REGRESSED ALUMINUM DOOR
F4 SAME AS 'F3’' BUT FLANGED MOUNTING COLUMBIA #4PS24—332G—RAA12.125—EB8120—GLR 120 (3) F3218/835/ALTO
- OR EQUAL
G RECESSED 7" SHOWER LIGHT; COMPACT FLUORESCENT LITHONIA #LGF—2/26DTT—7RW—FFL—120-GEB 120 (2) 26 W DTT
® DOWNLIGHT OR EQUAL
H FLUORESCENT INDUSTRIAL CHANNEL4'; FUSED; 2 LAMP TS; LITHONIA #C232120ES 120 (2) F3218/835/ALTO
WIRE GUARD; 24" CHAIN HGR. OR SURFACE MTD. OR EQUAL
H1 SINGLE LAMP FLUORESCENT STRIPLIGHT LITHONIA #C132120ES 120 (1)F32T8/835/ALTO
WITH WIRE GUARD, CNAIN HANG OR EQUAL
OR SURFACE MOUNTED.
J WALL MOUNTED PICTURE LIGHT; INTEGRAL TRANSLITE #MPT—370—PH—CCBA 120 (1) MR16 50 WATT
) TRANSFORMER;USE AS PICTURE OR EQUAL
HANGER;COLORS /FINISHES /ACCESSORIES BY ARCHITECT
K SURFACE WRAPAROUND FLUORESCENT; 3 LAMP; FUSED LITHONIA #AW-332—-AR—120 120 (3) F3218/835/ALTO
- OR EQUAL
L 2—-CELL PARABOLIC LOUVRE RECTANGULAR DOWNLIGHT LIGHTOLIER 4X9LWCLP—142HU 120 (1) 42w TRT
0 WALL WASH OR EQUAL
42W TRIPLE TUBE
N 8" HORIZONTAL 2 LAMP RECESSED PRESCOLITE CFTD842HEB—STFD802HMFC 120 (2) 42WATT TRT
@ DOWNLIGHT; DIMMING BALLAST OR EQUAL
N1 8" HORIZONTAL 2 LAMP RECESSED PRESCOLITE CFTD842HEB—STFD802HMFC—WW 120 (2) 42WATT TRT
@ DOWNLIGHT WALLWASHER; DIMMING BALLAST OR EQUAL
0 STEM MOUNTED SIGN LIGHT B-K LIGHTING SN—09—SCBA—09—B—24"-C—PC75—120 120 (1) 75W MR16 FLOOD
J MR16 WIDE FLOOD OR EQUAL
INTEGRAL BALLAST
P RECESSED 2X2 INDIRECT FLUORESCENT LIGHTOLIER #CFS2GPW2FT—GLR 120 (2) 75 BI-TUBE
GRID MOUNTED WITH MESH LAMP SHIELD OR EQUAL
FUSED
Q (2) LAMP HORIZONTAL DOWNLIGHT KURT VERSON P649—SW—DM 120 (2) 26W QUAD
@ COMPACT FLUORESCENT; DEEP CONE TO SHIELD ADD ’EM’ FOR EMERGENCY FIXTURES
LAMPS; DIMMING BALLAST OR EQUAL
Qi (2) LAMP HORIZONTAL DOWNLIGHT KURT VERSON P662C3—SW—DM 120 (2) 26W QUAD
® COMPACT FLUORESCENT; CROSS BAFFLE ADD ’EM’ FOR EMERGENCY FIXTURES
REFLECTOR; DIMMIING BALLAST OR EQUAL
R FLUORESCENT TRACK HEAD W/BLADE LOUVRE; 2 CIRCUIT LIGHTOLIER 8277EWH 120 (2) 24/27W TWIN TUBES
2 NEUTRAL TRACK AND ALL PARTS/ACCESSORIES OR EQUAL
FOR A COMPLETE AND OPERABLE SYSTEM
0 s 2—-CELL PARABOLIC LOUVRE RECTANGULAR DOWNLIGHT LIGHTOLIER 4X9CLP—142HU 120 (1) 42w TRT
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